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A. Effluent Limitations and Monitoring Requirements 
Outfall 001 - 2.5 MGD Facility 
1. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
2. This facility has Total Nitrogen and Total Phosphorus calendar year load limits associated with this outfall included in the current Registration List 

under registration number VAN020028, enforceable under the General VPDES Watershed Permit Regulation for Total Nitrogen and Total 
Phosphorus Dischargers and Nutrient Trading in the Chesapeake Watershed in Virginia. 

3. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to discharge from 
Outfall Number 001. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average(1) Weekly Average ( 1 ) Minimum Maximum(1) Frequency Sample Type 

Flow(2> (MGD) NL NA NA NL Continuous TIRE 

PH NA NA 6.0 S.U. 9.0 S.U. 1/D Grab 

Biochemical Oxygen Demand (BOD;) ( 3 ) 10 mg/L 95 kg/day 15 mg/L 140 kg/day NA NA 4D/Wm 24H-C 

Total Suspended Solids (TSS) ( 3 ) < 4 ) 10 mg/L 95 kg/day 15 mg/L 140 kg/day NA NA 4D/W < 9 ) 24H-C 

Dissolved Oxygen NA NA 6.5 mg/L NA 1/D Grab 

Total Kjeldahl Nitrogen (TKN) NLmg/L NLmg/L NA NA 1/W 24H-C 

Ammonia, as N 1.4 mg/L 1.7 mg/L NA NA 4D/W <" 24H-C 

E. coli (Geometric Mean)<5) 126 n/lOOmL NA NA NA 1/D Grab 

N0 2 + NO3 as Nitrogen NLmg/L NA NA NA 1/W 24H-C 

Total Nitrogen (6 ) NLmg/L NA NA NA 1/W Calculated 

Total Nitrogen - Year to Date<7) NLmg/L NA NA NA 1/M Calculated 

Total Nitrogen - Calendar Year<7) 4.0 mg/L NA NA NA 1/YR Calculated 

Total Phosphorus NLmg/L NA NA NA 1/W 24H-C. 

Total Phosphorus - Year to Date<7) NLmg/L NA NA NA 1/M Calculated 

Total Phosphorus - Calendar Year m 0.3 mg/L NA NA NA 1/YR Calculated 

Chronic Toxicity - C. dubia ( 8 ) NA NA NA NLTU C 1/YR 24H-C 

Chronic Toxicity - P. promelas ( 8 ) NA NA NA NLTUc 1/YR 24H-C 

(1) See Part I B. MGD = Million gallons per day. 1/D = Once every day. 
(2) The design flow is 2.5 MGD. NA = Not applicable. 4D/W = Four days per week. 
(3) At least 85% removal for BOD3 and TSS shall be attained. NL = No limit; monitor and report. 1/W = Once per week. 
(4) TSS shall be expressed as two significant figures. S.U. = Standard units. 1/M = Once every month. 
(5) Between 10 AM and 4 PM. TIRE = Totalizing, indicating and recording equipment. 1/YR = Once every calendar year. 
(6) Total Nitrogen is the sum of Total Kjeldahl Nitrogen and 

NO2+NO3 Nitrogen and shall be calculated from the results of 
those tests. 

(7) See Part I.B.3. for nutrient reporting calculations. 
(8) See Part I D. for toxicity monitoring requirements. 
(9) See Part I.E. 10. 

24H-C = A flow proportional composite sample collected manually or automatically, and discretely or continuously, for the entire discharge of the monitored 24-hour period. 
Where discrete sampling is employed, the permittee shall collect a minimum of twenty-four (24) aliquots for compositing. Discrete sampling may be flow proportioned 
either by varying the time interval between each aliquot or the volume of each aliquot. Time composite samples consisting of a minimum of twenty-four (24) grab samples 
obtained at hourly or smaller intervals may be collected where the permittee demonstrates that the discharge flow rate (gallons per minute) does not vary by 10% or more 
during the monitored discharge. 

Grab = An individual sample collected over a period of time not to exceed 15-minutes. 
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B. Quantification Levels and Compliance Reporting 

1. Quantification Levels 

a. The quantification levels (QL) shall be less than or equal to the following concentrations: 

Characteristic Quantification Level 

Total Suspended Solids (TSS) 
Biochemical Oxygen Demand-5 day (BOD5) 
Ammonia, as N 
Total Kjeldahl Nitrogen (TKN) 

1.0 mg/L 
2 mg/L 
0.20 mg/L 
0.50 mg/L 

b. The QL is defined as the lowest concentration used to calibrate a measurement system in accordance with the 
procedures published for the method. It is the responsibility of the permittee to ensure that proper quality 
assurance/quality control (QA/QC) protocols are followed during the sampling and analytical procedures. QA/QC 
information shall be documented to confirm that appropriate analytical procedures have been used and the required 
QLs have been attained. The permittee shall use any method in accordance with Part H.A of this permit. 

2. Compliance Reporting for Parameters in Part LA. 

a. Monthly Average - Compliance with the monthly average limitations and/or reporting requirements for the 
parameters listed in Part LB.l.a. of this permit condition shall be determined as follows: All concentration data 
below the QL used for the analysis (QL must be less than or equal to the QL listed in Part I B. 1 .a above) shall be 
treated as zero. All concentration data equal to or above the QL used for the analysis shall be treated as it is 
reported. An arithmetic average shall be calculated using all reported data for the month, including the defined 
zeros. This arithmetic average shall be reported on the Discharge Monitoring Report (DMR) as calculated. If all 
data are below the QL used for the analysis, then the average shall be reported as "< QL". I f reporting for quantity is 
required on the DMR and the reported monthly average concentration is < QL, then report "< QL" for the quantity. 
Otherwise, use the reported concentration data (including the defined zeros) and flow data for each sample day to 
determine the daily quantity and report the monthly average of the calculated daily quantities. 

b. Weekly Average - Compliance with the weekly average limitations and/or reporting requirements for the 
parameters listed in Part LB.l.a. of this permit condition shall be determined as follows: All concentration data 
below the QL used for the analysis (QL must be less than or equal to the QL listed in Part LB.l.a. above) shall be 
treated as zero. All concentration data equal to or above the QL used for the analysis shall be treated as reported. 
An arithmetic average shall be calculated using all reported data, including the defined zeros, collected within each 
complete calendar week and entirely contained within the reporting month. The maximum value of the weekly 
averages thus determined shall be reported on the DMR. I f all data are below the QL used for the analysis, then the 
weekly average shall be reported as "< QL". If reporting for quantity is required on the DMR and the reported 
weekly average concentration is < QL, then report "< QL" for the quantity. Otherwise use the reported 
concentration data (including the defined zeros) and flow data for each sample day to determine the daily quantity 
and report the maximum weekly average of the calculated daily quantities. 

c. Single Datum - Any single datum required shall be reported as "< QL" i f it is less than the QL used in the analysis 
(QL must be less than or equal to the QL listed in Part I B. 1 .a above). Otherwise the numerical value shall be 

d. Significant Digits - The permittee shall report at least the same number of significant digits as the permit limit for a 
given parameter. Regardless of the rounding convention used by the permittee (i.e. 5 always rounding up or to the 
nearest even number), the permittee shall use the convention consistently and shall ensure that consulting 
laboratories employed by the permittee use the same convention. 

reported. 

(Remainder of page intentionally left blank) 
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3. Nutrient Reporting Calculations for Part LA. 

a. Poreach calendar monm, me DMR shall show the calendaryear-to-date average concentration (mg/L)calculatedin 
accordance with the following formulae: 

M C ^ Y T D ^ ( ^ ^ ^ ^ ^ M C ^ ^ ^ o f m o n t h s ) 

where: MC^-YTD^calendaryear^to-date average concentration (mg/L) 
MC^^monthly average concentration (mg/L)as reported on DMR 

b. The totalnitrogen and phosphorus average concentrations (mg/L)mr each calendaryear(AC) shall be shown on me 
December DMR due January 10^ ofthe following year. These values shall be calculatedinaccordance with the 
following formulae: 

A C ^ ^ ( ^ ^ o ^ M C ^ ) ^ 1 2 

where: AC^^calendaryearaverage concentration (mg/L) 
MC^^monthly average concentration (mg/L)as reported on DMR 

c. Tor total phosphorus, all daily concentmtion data belowme quantification level (QL)fbr me analyt^ 
should he treated as half the QL. All daily concentration data equal to or above the QLforthe analytical method 
used shall be treated as It Is reported. 

d. Portotal nitrogen (TN),ifnoneofme daily concentration data forme respective species ( i .e .T^^,Ni^^ 
are equal to or above me QL for me respective analytical memods used, me dailyTN concentration value repo 
shall equal one halfofthe largest QL used for the respective species. Ifoneofthe data Is equal to or above the QL, 
me dailyTN concentmtion value shall be treated as that data point is reported. Ifmore than one ofthe data Is above 
me QL, me dailyTN concentration value shah equal me sum ofme data pomts as report 

C Pretreatment Requirements 

Wimml^O days ofthe effective date ofmis permit, me permittee shall submit wrin^ 
Environmental Quality,NormemRegional Office (DLQ-NRC)matme mdustrialU 
potential significant industrial users (SlUs)discharge to the POTW. 

1. IfpotentialSlUs are not identified, me perminee is not required to implementapretream^ 
for program development described below may be suspended bythe DEQ. 

2. I f Categorical mdustria!L^ser(s)(CIL^s)are identified, or i f me permittee or DEQ determ 
adversely affect me opemtion of me POTW or cause violation(s)of federal, state, or local standards orrequn^^ 
perminee shall develop and submit to DEQ^NROwith^ 
for approval. The program shall enable me permittee to control by permit me SlUsdischargmg wastewater to m^ 
treatment works. 

^. The approvablepretreatment program submission shall atammimumcontam me followmgo 

a. The legal authority^ 

b. Program procedureŝ  

c. Funding and resourceŝ  

d. A local limits evaluation and local limits i f needed̂  

e. An Enforcement Response Plan, and 
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f AlistofSl^s. 

ASIU is defined as an IU that: 

1) Has an average flow of25,000 gallons ormore per day ofprocesswastewaterto exclude sanitary,non^contact 
cooling water and boiler blowdown^ 

2) Contributesaprocesswastestream which maxesup^.O^ormore of me average dry weather hydraulic or 
organic capacity ofthePCTW^ 

^) Is subject to the categorical pretreatment standardŝ  or 

4) Has significant impact, eimersmgularlyormcombmationwimomer significant discharg 
works or the quality ofits effluent. 

4. Where me perminee is required to developapretreatment program, mey shall submit to OFQ^ 
later than ̂ anuary^l of each year that includes: 

a. An updated list ofmeSIUsnoting all of the following: 

1) Facility address, phone and contact namê  

2) An explanation regardmgSIUs deleted from the previous year'slist^ 

^) Identification ofll^s subject to Categorical Standards andnotation of application standard^e.g., metal 
finishings 

4) Specification of applicable 40 CFRPart^ 

5) mdicationoflUs subject to local standards mat are more strmgent man Categorical Pretream^^ 

^) Indication oflUs subject only to local requirements 

7) Identification oflUssub^ectto Categorical Pretreatment Standards mat are also sub^ectto 
requirements under^VAC25 3I 8 4 0 E ^ and 

8) Identification oflUs that are non-significant CIUs. 

b. A summary ofme compliance stamsofeacbSIt^witbpretreatment standards and permit requ^ 

c. Asummaryofme number and types ofSIUsamplmg and mspections performed bym^ 

d. All mmrmationconcemmg any mterference,upset,VPDES permit or water quality standards vi^^ 
attributable to SIUs and enforcement actions taken to alleviate said eventŝ  

e. Adescription of all enmrcement actions taken agamstSIUsoverthe previous I2months^ 

f A summary ofany changes to the subminedpretreatment program that have not been previously reported to OEQ^ 
NRC^ 

g. A summary ofme permits issued to SIUs since the last annual reports 

h. PCTW and self^monitormg results mrSlU^ 
periods 

i . Results ofmePCTW'smfiuent/effiuent/sludgesamplmg mat have not been previously sub 
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j . Copies of newspaper publications of all SIUs in significant non-compliance during the reporting period to be due no 
later than March 31 of each year; and 

k. The signature of an authorized representative. 

5. The DEQ may require the POTW to institute changes to the legal authority regarding SIU permit(s): 

a. I f the legal authority does not meet the requirements of the Clean Water Act, Water Control Law or State 
regulations; 

b. I f problems such as interferences, pass-through, violations of water quality standards or sludge contamination 
develop or continue; and 

c. I f federal, state or local requirements change. 

D. Whole Effluent Toxicity Program Requirements 

1. Biological Monitoring 

a) . In accordance with the schedule in Part I.D.2. below, the permittee shall conduct annual chronic toxicity tests during 
this permit term. The permittee shall collect 24-hour flow-proportioned composite samples of final effluent at 
Outfall 001. 

The chronic tests to use are: 

Chronic 3-Brood Static Renewal Survival and Reproduction Test using Ceriodaphnia dubia 

Chronic 7-Day Static Renewal Survival and Growth Test using Pimephales promelas 

These chronic tests shall be conducted in such a manner and at sufficient dilutions (minimum of five dilutions) to 
determine the "No Observed Effect Concentration" (NOEC) for survival and reproduction or growth. Results which 
cannot be quantified (i.e. a "less than" NOEC value) are not acceptable and a retest shall be performed. The NOEC, 
as determined by hypothesis testing, shall be converted to TUC (Chronic Toxic Units) for Discharge Monitoring 
Report (DMR) reporting where TUC = 100/NOEC. Report the LC 5 0 at 48 hours and the IC 2 5 with the NOEC's in the 
test report. 

b) . The permittee may provide additional samples to address data variability. These data shall be reported. Test 

procedures and reporting shall be in accordance with the WET testing methods cited in 40 CFR 136.3. 

c) . The test dilutions shall be able to determine compliance with the following endpoints: 

Chronic NOEC > 69%; equivalent to a TUC < 1.44 

d) . The test data will be evaluated statistically for reasonable potential at the conclusion of the test period. The data 
may be evaluated sooner if requested by the permittee or if toxicity has been noted. Should evaluation of the data 
indicate that a limit is warranted, a WET limit and compliance schedule will be required. 

e) . The permit may be modified or revoked and reissued to include pollutant specific limits in lieu of a WET limit 
should it be demonstrated that toxicity is due to specific parameters. The pollutant specific limitation shall control 
the toxicity of the effluent. 

(Remainder of page intentionally left blank) 
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2. Reporting Schedule 

The permittee shall monitor during the specified period; shall report the results on the DMR; and shall supply one copy 
of the toxicity test report specified in this Whole Effluent Toxicity Program in accordance with the following schedule: 

Period Sampling Period DMR/Report Submission Dates 

Annual 1 April 1,2017-June 30,2017 January 10,2018 

Annual 2 January 1, 2018-March 31, 2018 January 10,2019 

Annual 3 July 1, 2019 - September 30,2019 January 10, 2020 

Annual 4 October 1, 2020 - December 31, 2020 January 10, 2021 

£. Other Requirements and Special Conditions 

1. 95% Capacity Reopener 

A written notice and a plan of action for ensuring continued compliance with the terms of this permit shall be submitted 
to the DEQ-Northern Regional Office (DEQ-NRO) when the monthly average flow influent to the sewage treatment 
plant reaches 95% of the design capacity authorized in this permit for each month of any three consecutive month period. 
The written notice shall be submitted within 30 days and the plan of action shall be received at the DEQ-NRO no later 
than 90 days from the third consecutive month for which the flow reached 95% of the design capacity. The plan shall 
include the necessary steps and a prompt schedule of implementation for controlling any current or reasonably 
anticipated problem resulting from high influent flows. Failure to submit an adequate plan in a timely manner shall be 
deemed a violation of this permit. 

2. Indirect Discharges 

The permittee shall provide adequate notice to the Department of the following: 

a. Any new introduction of pollutants into the treatment works from an indirect discharger which would be subject to 
Section 301 or 306 of Clean Water Act and the State Water Control Law if it were directly discharging those 
pollutants; and 

b. Any substantial change in the volume or character of pollutants being introduced into the treatment works by a 
source introducing pollutants into the treatment works at the time of issuance of this permit. 

Adequate notice shall include information on (i) the quality and quantity of effluent introduced into the treatment works, 
and (ii) any anticipated impact of the change on the quantity or quality of effluent to be discharged from the treatment 
works. 

3. Operations and Maintenance Manual Requirement 

The permittee shall maintain a current Operations and Maintenance (O&M) Manual for the treatment works that is in 
accordance with Virginia Pollutant Discharge Elimination System Regulations, 9VAC25-31 and Sewage Collection and 
Treatment Regulations, 9VAC25-790. 

The O&M Manual and subsequent revisions shall include the manual effective date and meet Part II.K.2 and Part II.K.4 
Signatory Requirements of the permit. Any changes in the practices and procedures followed by the permittee shall be 
documented in the O&M Manual within 90 days of the effective date of the changes. The permittee shall operate the 
treatment works in accordance with the O&M Manual and shall make the O&M manual available to Department 
personnel for review during facility inspections. Within 30 days of a request by DEQ, the current O&M Manual shall be 
submitted to the DEQ-NRO for review and approval. 
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The O&M Manual shall details 
requirements ofthls permit. This manual shall mclude, hut not necessarily he limited to, me tollowing Items, as 
appropriate: 

a. Permlned outfall locations and techniques to he employedm^e collection, preservation and analyse 
storm water and sludge samples; 

h. Procedures mrmeasmlng and recording the duration and volume oftreated wastewater discharged; 

c. Discussion ofBest Management Practices, If applicable; 

d. Procedures mr handling, storing and dlsposmg of all wastes, flulo^ and mat will prevent mesem 
reaching state waters. List type and quantity of wastes, fluids and pollutants(e.g.chemlcals)stored at ml^ 

e. Discussion oftreatment works design, treatment works operation, routme preventative maintenance ofunh^ 
me treatment works, critical spare parts Inventory and record keeping; 

f. Plan for the management and/or disposal ofwaste solids and residues; 

g. L^oursofoperatlon and staffmg requirements mr me plant to ensure effects 
mamtam permit compliance; 

h. List of faclllty,local and state emergency contacts; and 

1. Procedures mrreportmg and respondmg to any spllls/overflows/treatmentworl^ upsets. 

4. Certificate to Construct/Certlflcate to Operate Requirements 

m a c c o r d a n c e w l m ^ ^ ^ ^ C ^ ^ r ^ ^ ^ ^ ^ ^ ^ r e g u l a t l o n ^ 
to Construct(CTC)andaCertlllcate to Operate(CTO)from me Department ofEnvlronment^^ 
constructmg wastewater treatment works and operating the treatment works, respectively. Non-compliance with the 
CTC or CTO shall he deemedavlolatlon of the permit. 

5. Licensed Operator Requirement 

The permlnee shall employ or contract at least one Classlllcensedwastewaterworks operator formlsfac The 
license shall he Issuedmaccordance with Thl^ 
Works Operators and Onslte Sewage System Professionals Regulations. The pernnnee shall notify the Departmentm 
writmg whenever he Is not complymg, or has grounds for antlclpatmg he will not comply wim mis The 
notification shall mcludeastatement of reasons andaprompt schedule for achieving comphance. 

6. Rellahlhty Class 

The permitted treatment works shall meet Rellahlllty Class 1. 

7. Water Quality Criteria Reopener 

Should effluent monitoring mdlcate me need m^ 
alternatively revoked and reissued to mcorpomte appropriate limitations. 

8 E3/E4 

The armual average concentration limitations mr total nitrogen and/ortotal phosphorus^ 
calendaryearmwhlch me facility Is considered hy DEQ to heapartlclpantmmeVlrgm^^ 
Programmgoodstandmg at elmer me Exemplary Environmental Enterpriser) level orm^ 
Envh^onmental Enterpriser) level, provided mat me following conditions have also been met: 
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a. The facility has applied for(or renewed) participation, been accepted, mamtainedarecord of sustained compliance 
and submitted an annual report according to the program guidelines; 

b. The facility has demonsfrated mat meyhavemplaceafully implemented environmental managements 
wim an alternative compliance memod mat mcludes operation ofmstalled nutrient removal technologies 
me annual average concentration limitations; and 

c. The E3/E4 designation from DEQ and implementation ofme EMS has beenmeffect forme full calendar 

The annual avemgeconcentmtion limitations for total nifrogenano^ortotal phosphorus,^ 
many calendar yearmllowmgayearmwhich me facility failed to acmeve me armu^ 
as required by b. above. 

9. Nutrient Reopener 

This permit may be modified or, altematively,revoked and reissued: 

a. Ifany approved wasteload allocation procedme, pursuant to Section 303(d) ofme Clean Water Act, imposes 
wasteload allocations, limits or conditions on the facility mat are not consistent wim the permit requirements; 

b. Tomcorporateteclmology-basedeffiuentconcenfrationlm^itationsfornutriem 
nutrient confrolteclmology,whemer by new construction, expansion orupgrade, or 

c. Tomcorporate alternative nutrient limitations ano^ormonitormgrequirements, should: 

1) me State Water Confrol Board adopt newnutrient standards mrme water body receivmg me discharge,^ 
the Chesapeake Bay or its tributaries; or 

2) a mtme water quality regulation or stamte require new or alternative nutrient control. 

10. Effluent Monitoring Frequency 

Ifme facility permitted herem is IssuedaNoticeofViolationmrBCD^, TSS or ammonia 
frequencies shall become revert back to 5D/W effective upon wrinennotice from DEQ andremammefTect until p e ^ 
expiration. 

No omereffiuent limitations ormonitormg requirements are affected bythis special condition. 

I t . Collection System 

TheTownofWarrenton shall develop and implementacapacity,management, operation and maintenance(CMCM) 
program, or its equivalent, designed to mamtam and operateTown owned collection system assets in accordance with 
mdustry accepted pmcticesrelatmg to sewer mspection,evaluanon,repafr and mat all feasible 
eliminate excessive infiltration and inflow from the system. 

The CMCM,orits equivalent, shall he submitted to DEQNRCstaffforreview and approval on or hem^ 
2017. Upon approval ofme program and wrinennotificafi^ 
mereafrer on or before me 10^ of August of every year detailmg the previous fiscal year'sact^ The 
armualreports shall, atammm^um, provide me total amount funded to mis program, smdies/sur̂  
completedrehabilitation projects and planned/proposed course ofactionsmr me upcoming fiscal year. 

12. Total Maximum Daily Load (TMDE)Reopener 

This permit shall be modified or alternatively revoked and reissued ifany approved wasteload allocation procedure, 
pursuant to Section 303(d) ofme Clean Water Act, imposes wasteload allocations, limits or conditions on me facil^^ 
that are not consistent with the permit requirements. 
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CONDITIONS APPLICABLE TO ALL VPDES PERMITS 

A. Monitoring 

1. Samples and measurement require 
be representative ofthe monitored activity. 

a. Monitoring shall be conducted according to procedures approved underTitle 40 Code ofPederal Regulations 
Part 136 or alternative memods approved byme U.S.Environmental Protection Agency,unless other 
procedures have been specified in this permit. 

b. The pernnttee shall periodically calibrate and perform mamtenance procedures on all monit^ 
mstrumentation at intervals that will insure accuracy of measurements. 

c. Samples taken shall be analyzedmaccordancewithlVAC30-45,Certification for Noncommercial 
Environmental Labomtories, or 1VAC30-46, Accreditation for Commercial Environmental Laboratories. 

2. Any pollutant specifically addressed by mis permit mat is sampled ormeasured at me permit designated o 
location more frequently man required bymis permit shall meet me requirements i n A l a t ^ 
results ofthis monitoring shall be mcluded in the calculations and reporting required by mis permit. 

3. Operational orprocess control samples or measmements shall not be taken at the designated permit sampling or 
measurement locations. Operational or process control samples ormeasurements do not need to follow procedures 
approved under Title 40 Code ofEederal Regulations Part 136 or be analyzed in accordance with 1VAC30-45, 
Certification mrNonconmrercial Environmental Laboratories, orlVAC30-46, Accreditation for Con^ 
Environmental Laboratories. 

B. Records 

L Records ofmonitoring information sball include: 

a. The date, exact place, and time of sampling ormeasurements; 

b. The mdividual(s)who performed the sampling or measurements; 

c. The date(s)andtime(s)analyses were performed; 

d. The individual(s)who performed me analyses; 

e. The analytical techniques or memods used; and 

f. The results of such analyses. 

2. Except mrrecoro^ofmonitormginmrmation required by this permit related to me permitte 
and disposal activities, which shall be retamedmraperiod of at least five years, the perminee shall retain reco 
all monitormgmmrmation,mcludmg all calibration and mamtenance records and all ori^ 
for continuous monitormg mstrumentation, copies of all reports required by this permit, and records of a 
to complete me application for mis permit, mraperiod of at least3years from me date of me sample,^ 
report or application. This period ofretention shall be extended automatically during the course of any unresolved 
litigation regardmg me regulated activity orregardmg control standards applicable to me perming 
by the Board. 

C. Reporting Monitoring Results 

1. The permittee shall submit me results of me monitormg required by mis permit not laterman me 10m 
month aftermonitormg takes place, unless anomerreportmg schedule is specified elsewheremmisper^ 
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Monltormgresults shall be submitted to: 

DepartmentofEnvlronmental Quality-Northern Regional Office (DEQ-NRC^ 
13901 Crown Court 
Woodbrldge,VA22193 

2. Monltormgresults shall be reported onaDlscharge Monitormg Report (DMR) or on forms provided,^ 
specified by the Department. 

3. Calculations for all Imitations winch requh^eaveragmgofmeasurements shall utilize an a r l t ^ 
otherwise specified In this permit. 

D. Duty to Provide Information 

The pernuttee shall furmsh to me Department, wimmareasonable time, any 
determmewhemer cause exists for modlfymg,revoldng and relssumg,ortermmatm^ 
compliance with this permit. The Boardmay require me permlnee to furnish, upon request, such plans, specification 
and omerpertmentmmrmatlon as may be necessary to determme me effect ofthe wastes fiom mis d ^ 
quality ofstate waters, or such omermmrmatlon as may be necessary to accomplish the purposes of m^ 
Control Law. The permittee shall also mrnlsh to me Department upon request, copies ofrecords required to be k^ 
this permit. 

E. Compliance Schedule Reports 

Reports ofcompllanceornoncompllancewlm, or any progress reports on, mterhu and fmalrequ^ 
any compliance schedule ofthis permit shall be submitted no laterman 14days following each schedule date. 

P. Unauthorized Discharges 

Exceptmcompllancewlmtmspermlt, or anomer permit Issued by the Board, It shall he unlawm^ 

1. Discharge mto state waters sewage, mdustrtal wastes, other wastes, or any noxious or deleterious substances; or 

2. Cmerwlsealterme physical, chemical orblologlcal properties ofsuch state waters and maxe mem d e ^ 
public health, ortoanmral or aquatic life, orto me use ofsuch waters mr domestic or mdustrlal co 
recreation, or for otheruses. 

C. Reports ofUnauthorlzed Discharges 

Any permittee who discharges or causes or allowsadlscharge of sewage, mdustrlal waste, other wastes or any noxious 
or deleterious substance mtoorupon state watersmvlolatlonofRartll.P.;orwho discharges or causes or alio 
discharge that may reasonably be expected to enter state watersmvlolatlonofPartll.T., shall notify me Depa^ 
me discharge mm^edlately upon discovery of the discharge, butmno case later man24hoursafier said ^ A 
wrlnen report ofmeunaumorlzed discharge shall be submitted to me Department, wlth^ 
discharge. The wrlttenreport shall contain: 

1. Adescrlptlon ofthe nature and location ofthe discharge; 

2. The cause ofthe discharge; 

3. The date on which the discharge occurred; 

4. The length oftune that the discharge continued; 

5. The volume ofthe discharge; 

6. Ifthe discharge Is continuing, how long It Is expected to continue; 

7. Ifthe discharge Is contlnulng,what the expected total volume of the discharge will be; and 
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8. Any steps planned ortaken to reduce, eliminate and preventarecurrence of me present discharge or any future 
discharges not authorized by this permit. 

Discharges reportable to me Department under the immediate reporting requirements ofotherregulations are exempted 
from this requirement. 

BeportsofUnnsualor Extraordinary Discharges 

I f any unusual or exfraordmary discharge mcludmgabypass or upset should occur fromafreatment works and m^ 
discharge enters or could be expected to enter state waters, the permittee shall promptly notify,mno case later man24 
hours, the Department by telephone afrerthe discovery ofthe discharge. This notification shall provide all available 
details ofmemcident,mcludmg any adverse affects on aquatic life and me l^own number of The permittee 
shall reduce me report to writmg and shall submit it to me Department wimm five days of discovers 
accordance wim Fart 11.1.2. unusual and exfraordmary discharges mclude but are not limited to any discharge resulting 

from: 

1. Unusual spillage ofmaterialsresultmg directly or mdirectly from processing operations; 

2. Breakdown ofprocessing or accessory equipment; 

3. Failure or taxing out ofservice some or all ofthe treatment works; and 

4. Flooding or other acts ofnature. 

L Reports ofNoncompiiance 

The pernutteeshallreport any noncompliance which may adversely affect state waters ormay endanger puhh^ 

1. An oral report shall be provided withm24 hours from me tm ê me perminee becomes aware of m^ 
The mllowmg shall be mcluded as inmrmation which shall be reported wimm24 

a. Any unanticipated bypass; and 

b. Any upset which causesadischarge to surface waters. 

2. A written report shall be submitted within^days and shall contain: 

a. Adescription ofthe noncompliance and its cause; 

b. The period ofnoncompliance,mcludmg exact dates and times, and ifme noncompliance has not been corrected, 
the anticipated time it is expected to continue; and 

c. Steps taken orplanned to reduce, eliminate, and prevent reoccurrence ofthe noncompliance. 

The Board may waive the written report onacase-by-case basis forreportsofnoncompliance under Fart 11.1. ifthe 
oral report has been received within24hours and no adverse impact on state waters has been reported. 

3. The permittee shall report all mstancesofnoncompliance not reported under Farts 11, l.l.or 1.2.,mwritmg,^ 
time the next monitormg reports are submitted. The reports shall contain me information listed in Fart 11.1.2. 

NOTE: Theimmediate(withm24hours)reportsrequiredmFartsll,G.,Fl.andl.maybemadetomeDep 
NormemRegionalOfficeat(703)583^800oronlineat 
httn^wv^.de^vir^inia^ov/Pro^rams/FoilutionResnonsePrenaredness/lvfakin^^ 

Forreports outside normal workmghours,leaveamessage and mis shall fulfill me immediate report 
For emergencies, me Virginia Department ofEmergency Services mamtamsa24-hourtelephone service atl-8^ 
8892 
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f̂. Notice ofRlanned Changes 

1. The perrmnee shall give notice to me Deparm ênt as soon as possible ofany planned physical alterations 
additions to the permitted facility. Notice is required only when: 

a. The perminee plans alteration or addition 
ormaybeadischarge of pollutants, the construction of which commenced: 

1) Afterpromulgation of standards ofperformance under Section 306 of Clean Water Act which are 
applicable to such source; or 

2) After proposal ofstandardsofperformance in accordance wim Section 306 ofClean Water Act which are 
applicable to such source, but only i f the standards are promulgatedmaccordance with Section 306 within 
120daysofmeirproposal; 

b. The alteration or addition could significantly change me nattn̂ e or mcrease me quantity 
This notification applies to pollutants which are subject neimer to effluent linntations nor 
requirements specified elsewhere in this permit; or 

c. The alteration or addition resultsmasignificant change in the permittee's sludge use or disposal practices, and 
such altemtion, addition, or change may^ustify the application ofpermit conditions mat are different^ 
absentmmeexistmgpernnt,mcludmg notification of additional use or disposal sites not reported dmmgm^ 
permit application process ornotreported pursuant to an approved land application plan. 

2. The perminee shall give advance notice to me Department of anyplannedchangesmme permitted facî ^ 
activity which may result in noncompliance wim permit requirements. 

^ Signatory Requirements 

1. Apphcations. All permit applications shall be signed as follows: 

a. Foracorporation:byaresponsihle corporate officer. Torthe purpose of this section,aresponsible corporate 
officermeans: 

1) A president, secretary,treasurer, or vice-president of the corporationmchargeofaprmcipal business 
mnction, or any other person who performs similarpolicy-or decision-makmg fun 
corporation, or 

2) The manager ofone or more manufactm^g, production, or operatmg facilities, provided the manager is 
aumorized to make management decisions which govern me operation ofme regulated facility mcluding 
havmg me explicit or implicit duty ofmakmgma^or capital mvestmentrecornmendations, and mitiat^ 
and directmgomer comprehensive measures to assure long term environmental compliance with 
environmental laws and regulations; the manager can ensure that the necessary systems are established or 
actions taken to gamer complete and accurate mformationforpermitapplicationrequirements; and where 
aumority to sign documents has been assigned or delegated to me managerinaccordance with corporate 
procedures; 

b. Foraparmersmp or sole proprietorship: byageneralparmer or the proprietor,respectively; or 

c. Foramunicipality,state, federal, or omerpublic agency: by eimeraprmcipal executive offi^ 
elected official. Forpurposes of this section,aprmcipal executive officer ofapublic agency includes: 

1) The chief executive officer of the agency,or 

2) A senior executive officer havmg responsibility for me overall operations ofaprincipal geographic unit of 
the agency. 
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2. Reports, etc. An reports required by 
person described in Part 11.1̂ .1., or byadulyaumorized representative of that person. A person isaduly authorized 
representative only i f 

a. The authorization is made in writing byapersondescribedinPart 11.1 .̂1.; 

b. The aumorization specifies either an individual orapositionhavmg responsibility forme overall operation of 
me regulated facility or activity such as the position of plant manager, operator ofawellorawell field, 
supermtendent, position of equivalent responsibility,or an mdividual or position havmg overall responsibility 
for environmental matters for the company. (A duly authorized representative may thus be eitheranamed 
individual or any individual occupyinganamed positions and 

c. The written aumorization is submitted to the Department. 

3. Changes to authorization. I f an aumorization under Part 11.1̂ .2. is no longer accumtebecauseadifferent individual 
orpositionhas responsibility forme overall operation of me facility,anew authorization satisfymg me re 
ofPart 11.1̂ .2. shall he submitted to me Department priorto or togemerwimanyreports,ormmrmafi^ 
byanauthorizedrepresentative. 

4. Certification. Any person signmgadocument under Parts 11,1 .̂1.or 1̂ .2. shall make the following certification: 

"Icertifyunderpenaltyoflaw mat mis document and all attaclm^ents were prepared undermydn^^^ 
supervisionmaccordancewithasystem designed to assure that qualified personnel properly gather and 
evaluate the information submitted. Based on my inquiry ofthe person or persons who manage the system, or 
mose persons directly responsible for gathering the mmrmation, me informationsubm^ 
knowledge and belief, true, accurate, and complete, lam aware that there are significant penalties for 
suhmittmg false mformation,mcludmg me possibility offme and m^prison^ 

L. Duty to Comply 

The permittee shall comply with all conditions ofthis permit. Any permit noncompliance constimtesaviolation ofthe 
State Water Control Law and the Clean Water Act, except that noncompliance with certain provisions ofthis permit may 
constimteaviolation ofthe State Water Control Law but not the Clean Water Act. Permit noncompliance is groundsfor 
enmrcement action; for permit termmation, revocation and reissuance, or modification; or denial ofapernu 
application. 

The permittee shall comply wimeffiuent standards orprohibitions established under Section 307(a) ofmeClea^ 
Act mrtoxic pollutants and wim standards mr sewage sludge use or disposal established under Section 405(d) ofm^ 
Clean Water Act wimm me time providedmme regulations mat establish mese standards orprohibitiorts 
sewage sludge use or disposal, even ifthis permit has not yet been modified to incorporate me requirement. 

M. Duty to Reapply 

Ifmeperminee wishes to contmue an activity regulated by this permit afier the expiration date ofmispe 
permittee shall apply for and obtainanew permit. All permittees withacurrently effective permit shall submitanew 
application at leastl^O days bemre me expiration date of me existmg permit, unless permission foralater date h 
granted bythe Board. The Board shall not grantpermission for applications to be submined later man me expiration 
date ofthe existing permit. 

N. EffectofaPermit 

This permit does not convey any property rights in eitherreal or personal property or any exclusive privileges, nor does 
it authorize any m^ury to private property or mvasionofpersonal rights, or any mfrmgement of feder̂ ^̂  
orregulations. 
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O. State Law 

Nomingmmis permit shall be construed to preclude me instimtion of any legal action under, orrelieve me pe 
from any responsibilities, liabilities, or penalties established pursuant to any omer state law or regulation orunder 
aumority preserved by Section510of me dean Water Act. Except as provided in permit conditions on "bypassing" 
(Pari If.U.), and "upset" (Part ll.V.)nommgmthis permit shall be construe 
criminal penalties fornoncompliance. 

P. Oil and Hazardous Substance Liability 

Notlmrgmmis permit shall be constmed to preclude the instimtion of any legal action orreli^^ 
responsibilities, liabilities, orpenalties to which the permittee is or may be subject un 
62.1-44.34^3 ofthe State WaterControlLaw. 

0 Proper Operation and Maintenance 

The permittee shall at all times properly operate and mamtam all facilities and systems of freatmenta^ 
related appurtenances)which are mstalled or used by the permittee to achieve compliance wim me conditions of m^ 
permit. Proper operation and maintenance also mcludes effective plant performance, adequate fundmg,^ 
staffmg, and adequate laboratory and process confrols,mcludmg appropriate quality assurâ ^ This 
provisionrequires me operation ofbacx-up or auxiliary facilities or sirmlar systems wm̂ ^ 
only when the operation is necessary to achieve compliance with the conditions ofthis permit. 

R. Disposal ofSolids or Sludges 

Solids, sludges or omer pollutants removedmthe course offreatment or management of pollutants shall be disposed of 
inamanner so as to prevent any pollutant from such materials from entering state waters. 

S. Duty to Mitigate 

The perminee shall taxe all reasonable steps to mmimizeorprevent any discharge or sludge use or disposalm 
of mis permit which hasareasonablelixelmood of adversely affectmghumanhealth or me environment. 

T. Need to Halt or Reduce Activity notaDefense 

It shall not beadefenseforapermineemanenmrcement action mat it would have beennecessary to halt orre^ 
perminedactivitymorder to mamtain compliance wim me conditions ofthis permit. 

1. "Bypass" means the intentional diversion of waste streams from any portion of a treatment facility. The permittee 
may allow any bypass to occur which does not cause effluent limitations to be exceeded, but only i f it also is for 
essential maintenance to assure efficient operation. These bypasses are not subject to the provisions of Parts I I , U.2. 
and U.S. 

a. Anticipated bypass. Ifmepem^itteelmowsmadvanceofme need mrabypass, prior notice shall be subm^ 
impossible at least ten days before the date ofthe bypass. 

b. Unanticipated bypass. The permittee shall submit notice of an unanticipated bypass as requiredmPart 11.1. 

3. Prohibition ofbypass. 

a. Bypass is prohibited, and me Board may take enforcement action agamstapermitteemrbypass, unless 

u. Bypass 

2 Notice 

1) Bypass was unavoidable to prevent loss of life, personal injury, or severe property damage; 
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2) There were no feasible alternatives to the bypass, such as the use of auxiliarytreatment facilities, r e ^ 
ofuntreated wastes, or maintenance during normal periods of equipment downtime. This condition is not 
satisfied ifadequate back-up equipment should have been installed in the exercise of reasonable 
engmeermgjudgment to preventabypass which occurred durmg normal periods of equipment downtime or 
preventive maintenance; and 

3) The permittee submitted notices as required under Part 11.U.2. 

b. The Board may approve an anticipated bypass, after considermg its adverse effects, i f me Board determines^ 
it will meet me three conditions listed above in Part llU.S.a. 

V. Upset 

1. An upset constimtes an affirmative defense to an action brought fornoncompliancewimteclmology based perm^ 
effiuent limitations ifthe requirements ofPartll.V.2. are met. A determination made during administrative review 
of clamps mat noncompliance was caused by upset, and before an action for noncompliance, is notafinal 
administrative action subject to judicial review. 

2. A permittee who wishes to establish me affirmative defense ofupset shall demonstrate,^ 
contemporaneous operating logs, or other relevant evidence that: 

a. An upset occurred and that the permittee can identify the cause(s)of the upset; 

b. The permitted facility was at me time being properly operated; 

c. The permiftee submitted notice ofme upset as required in Part 11.1.; and 

d. The permittee complied with any remedial measures required under Part U.S. 

3. m any enmrcementproceedmg, the permittee seeing to establish the occurrence of an upset has me burden of 
proof. 

W Inspection and Entry 

The permiftee shall allow the Director, or an aumorizedrepresentative, upon presentation of credentials and 
documents as may be required by law,to: 

1. Enterupon me perminee's premises wherearegulated facility or activity is located or conducted, or where records 
must be kept under me conditions ofthis permit; 

2. l̂ ave access to and copy,atreasonable times, any records mat must he kept under me conditions of this permit; 

3. mspect at reasonable times any facilities, equipment (mcluo^g monitormg and control equipments 
operations regulated or required under this permit; and 

4. Sample or monitor atreasonabletm^es,mr me purposes ofassmmg permit compliance or as omerwise author 
the Clean Water Act and the State Water Control Law,any substances orparameters at any location. 

Porpurposesofmis section, me time for mspection shall be deemed reasonable durmg regular busm^ 
wheneverthe facility is discharging. Nomingcontamed herein shall make an inspection umeasonable during an 
emergency. 

^ Permit Actions 

Permits may be modified, revoked and reissued, orterminated for cause. The filing ofarequest by the permittee fora 
permit modification, revocafion and reissuance, or termmation,oranotification of planned changes or anticipated 
noncompliance does not stay any permit condition. 
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Y. Transfer of permits 

1. Permits are not transferable to any person except after notice to the Department. Except as providedinPartll.Y.2., 
apermit may be transferred by the permittee toanew owner or operator oniy i f me permit has been modified or 
revoked and reissued, orammormodification made, to identify me new perminee and mcorporatesu^ 
requirements as may be necessary under the State Water Control Eaw and the Clean Water Act. 

2. As an alternative to transfers under Part l l .Y . l . , mis permit may be automatically tmnsfe^ 

a. The current permittee notifies the Department at least SO daysmadvance of the proposed 
the facility or property; 

b. The notice mcludesawritten agreement between me existmg and new permittees contammgaspecifi^ 
transfer of permit responsibihty,coverage, and liability between them; and 

c. The Board does not notify the existmg permittee and me proposed new permittee ofitsmtent to modify 
revoke and reissue me permit. Ifmis notice is not received, me transfer is effective on the date speciftedinthe 
agreement mentioned in Part ll.Y.2.b. 

^ Severability 

The provisions of this permit are severable, and i f any provision of mis permit orme application of anyprovision of this 
permit to any chcumstance is held mvalid, me application ofsuch provision to omer circumstances, and m^ 
this permit, shall not be affected thereby. 
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BIOSOLIDS CONDITIONS AND REQUIREMENTS 

A. Biosolids Limitations and Monitoring Requirements 
During the period beginning with the permit's-effective date and lasting until the permit expiration date, the permittee is authorized to manage 
biosolids in accordance with 9VAC25-31-420 through 720 and 9VAC25-32-303 through 358, the limitations, conditions and requirements set 
forth in this permit and the approved Biosolids Management Plan. 

All biosolids samples shall be collected and analyzed in accordance with Title 40 of the Code of Federal Regulations, Part 503 and 136, and the 
approved Biosolids Management Plan. The permittee shall ensure that all biosolids generated under authority of this permit and distributed for 
the purpose of land application, blending or further treatment are monitored in accordance with the monitoring requirements as specified herein. 

Class B Biosolids 

1. Biosolids Annual Production Monitoring (SP1) 

The permittee shall report the annual total amount of biosolids produced (in dry metric tons) and annual amount of Class B biosolids (in dry 
metric tons) distributed for land application. 

Data shall be reported on the Discharge Monitoring Report (DMR) for discharge number SP1. 

2. Biosolids Chemical Limitations and Monitoring Requirement (SOI) 

Pollutants in Class B biosolids that are generated and provided to a land applier under the authority of this permit shall be monitored and 
limited as specified below. Biosolids shall not be provided for land application if the concentration of any pollutant in the biosolids 
exceeds the ceiling limitation of that pollutant. 

Biosolids Characteristic(1' PC / CPLR Limitations(1) Ceiling Limitations (' Monitoring Requirements 

Monthly Average(2) Concentration Maximum ^ Frequency SamDle Tvoe 

Percent Solids (%) NL NA 1/3M Composite 

Arsenic, Sludge 41 mg/kg 75 mg/kg 1/3M Composite 

Cadmium, Sludge 39 mg/kg 85 mg/kg 1/3M Composite 

Copper, Sludge 1500 mg/kg 4300 mg/kg 1/3M Composite 

Lead, Sludge 300 mg/kg 840 mg/kg 1/3M Composite 

Mercury, Sludge 17 mg/kg 57 mg/kg 1/3M Composite 

Molybdenum, Sludge NL 75 mg/kg 1/3M Composite 

Nickel, Sludge 420 mg/kg 420 mg/kg 1/3M Composite 

Selenium, Sludge 100 mg/kg 100 mg/kg 1/3M Composite 

Zinc, Sludge 2800 mg/kg 7500 mg/kg 1/3M Composite 

NA=Not applicable. 1/3M = Once every calendar quarter. 
NL=No limit; monitor and report. mg/kg = Milligrams per kilogram, dry weight. 

( 1 ) All parameters are subject to pollutant concentrations (PC), cumulative pollutant loading rates (CPLR), and ceiling limits. PC biosolids contain the 
constituents identified above at concentrations below the monthly average specified herein. CPLR biosolids contain the constituents identified 
above at concentrations above the monthly average and each sample must be below the maximum concentration specified herein. 

( 2 ) All limits and criteria are expressed on a dry weight basis. 

(The remainder of this page intentionally left blank) 
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3. Pathogen Reduction and Vector Attraction Reduction (VAR) Requirements (SOO 

Biosolids generated and provided to a land applier under this permit shall be treated to meet a Class B Pathogen Reduction Alternative and 
one VAR Option 1 - 8 prior to delivery to the land application site. The Class B Biosolids shall be monitored and limited in accordance with 
the treatment options selected and used by the generator, as identified in the table below. 

Treatment Option 

Pathogen 
Reduction 
Alternative 

Process to 
Significantly 

Reduce 
Pathogens 

(PSRP) Option 

Class B Pathogen Reduction 
& 

Vector Attraction Reduction (VAR) 
Treatment and Standards 

Monitoring 
Requirements 

2 3 PSRP: Anaerobic digestion for a mean cell residence time between 15 days 
at 35° C-55'C up to 60 days at 20' C. (9VAC25-31-710.D.3.) 

1 / 3 M ( D P ) 

VAR Option 1 The mass of volatile solids in the sewage sludge shall be reduced by a 
minimum of 38%, calculated according to the method in 9VAC25-31-490.B.8. i/3M(')om 

I/3M = Once every calendar quarter. 

Between sampling events, operating records must demonstrate that the Wastewater Treatment Plant (WWTP) is operating at a performance level known to 
meet pathogen reduction and VAR standards. 

Process monitoring must be sufficient to demonstrate compliance with PSRP and VAR treatment requirements. 

Ifthe selected VAR option 1- 8 is not met, the permittee shall provide notification to the land applier at the time the biosolids are delivered that the 
biosolids did not meet VAR at the WWTP and that the biosolids must be injected below the surface of the land (9VAC25-31 -720.B.9) or incorporated into 
the soil within 6 hours after application (9VAC25-31 -720.B. 10). The Permittee shall obtain verification from the land applier that injection or 
incorporation occurred. 

(The remainder of this page intentionally left blank) 
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B. Biosolids Management and Reporting Requirements 

L ApprovedBiosolids Source Requirement 

Only biosolids fiomasource that has been approved by the DEQ, as identified on me D B Q ' s ^ ^ ^ ^ 
^ ^ ^ i i s t and treated to meet metals 

mrm in Part 111 ofthis permit, shall be given to any person mr the purpose ofblendmg or land appl^^ 

2. Biosolids Monitoring Prequencv and Reporting Requirements 

a. MonitoringPrequency 

The monitoring frequency shall be once per calendar quarter(l/SM). The monitormg frequency may he increased 
durmg mis permit term upon written notification by DEQ if deemed necessary. 

b. Annual Report 

The permittee shall submit an Annual Report not later than February 19^of each year to me DEQ-Normer^ 
Regional Qffice. Each report is fbrthe previous calendar yearns activity. Ifno biosolids were generated and 
provided toalandapplierunder mis permit durmg me reportmgyear,areport shall be subminedstatmgt^^ 
biosolids were generated or delivered during the year. 

The report shall include at minimum: 

1) Part l l l . A . l . Sewage Sludge Annual Production Monitormg; 

2) Biosolids Monitoring Data: 

a) Part lll.A.2.Biosolids-Metals Limitations; 

b) Part lll.A.S.Biosolids-Pamogen Reduction andVector Attraction Reduction (VAR) Requirements; and 

c) Supportmg documentation, mcludmg laboratory cham of custody forms and certificates of analyses, shall 
be submitted with the report; 

S)Asummaryofbiosolids disposal contracts, i f any,currently held wimomer generators, as well a 
biosolids or sludges currently bemg handled through subcontracts or other agreements. Include biosolids or 
sludges given to omer generators, contractors or land filled and biosohds or sludges accepted from other 
generators for treatment or land application; 

4) Identify omer memods used to dispose ofor use biosolids or sludge produced during the previous calendar 
year. Report me annual total amount ofbiosolids or sludge (in dry metric tons)disposed of orused by each 
method identified; and 

5) The annual report shall be certified and signed in accordance with Part 11.1̂ . 

S. Recordkeeping 

The permittee is required to retam me followmgmmrmation for at least fi 

a. The concentrations ofeach pollutant in Parts 111.A.2.; 

b. A description ofhow the pathogen reduction requirements in Parts lll.A.S. are met; 

c. A description ofhow the vector attraction reduction requirements in Parts 111.A.S.are met; 

d. Adescriptionofhow the management practices specifiedinthe approved Biosolids Management Plan and mis 
permit are met; 



VA0021172 
Part III 
Page 4 of 5 

e. The Notice and Necessary Information required in Part III.B.4; and 

f. The following certification statement: 

"1 certify, under penalty of law, that the information that will be used to determine compliance with the Class 
Bpathogen requirements in 9VAC25-31-710.B.6 and the vector attraction reduction requirements in 9VAC25-
31-720.B.6was prepared under my direction and supervision in accordance with the system designed to 
ensure that qualified personnel properly gather and evaluate this information. I am aware that there are 
significant penalties for false certification including the possibility offine and imprisonment". 

4. Notice and Necessary Information (NANI) 

A NANI shall be provided to any person to whom biosolids are provided for the purpose of further treatment, 
blending or land application. The NANI shall be provided at the time the biosolids are provided if available, but no 
later than 45 days after the last day ofthe month in which biosolids were provided. The NANI shall represent the 
most recent monitoring period. 

The NANI shall include at a minimum: 

a. A statement that Class B pathogen requirements in 9VAC25-31-710.A - B were met and the alternative used; 

b. A statement that one of the VAR requirements in 9VAC25-31-720.B. 1 through B.8 was met and the 
alternative used; or 

c. A statement mat one of the VAR requirements in 9VAC25-31 -720.B. 1 through B.8 was not met and 
incorporation or injection was required; 

d. The notice(s) provided to the land applier when biosolids provided did not meet VAR and required 
incorporation or injection; 

e. The concentration of total nitrogen (as N on a dry weight basis) ofthe biosolids; and 

f. The following certification statement: 

"I certify, under penalty of law, that the information that will be used to determine compliance with the Class B 
pathogen requirements in 9VAC25-31-710.B and the VAR requirement in 9VAC25-31-720.B.6 was prepared 
under my direction and supervision in accordance with the system designed to ensure that qualified personnel 
properly gather and evaluate this information. I am aware that there are significant penalties for false 
certification, including the possibility of fine and imprisonment". 

5. Biosolids Management Plan (BSMP) 

a. The permittee shall conduct all biosolids/sewage sludge use or disposal activities in accordance with the 
Biosolids Management Plan approved with the issuance of this permit. The permittee shall maintain me 
BSMP which consists of the following components: 

1) The materials developed and submitted at the time of permit application or permit modification in 
accordance with 9VAC25-31-100.Q; 

2) The Operations and Maintenance (O&M) Manual (sections regarding solids handling and biosolids 
production and management, etc); and 

3) The Odor Control Plan (OCP). 

b. Odor Control Plan (OCP) Requirement - I f an OCP is not on file at DEQ, an OCP shall be submitted to DEQ 
within 90 days of the effective date of this permit. 
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The OCP shall include ataminimum: 

1) Methods used to mmimize odor in producing biosolids; 

2) Memods used to identify malodorous biosolids before deliveryto the land applier(at me generatmgfacili^ 

3) Memods used to identify and abate malodorous biosolids ifdelivered to me field, priorto land application; 
and 

4) Memods used to abate malodor from biosolids ifland applied. 

e. The BSMP and all ofits components shall be mcorporated by reference and is an enforceable part ofthis permit. 

d. Any proposed changes in the biosolids/sewage sludge use or disposal practices orprocedures followed by the 
perminee shall he documented and submitted for OEO-Northern Regional^ 
prior to the effective date ofthe changes. Upon approval, the revised Biosolids Management Plan becomes an 
enforceable part ofthe permit. The permit may be modified or alternatively revoked and reissued to incorporate 
limitations or conditions necessitated by substantive changesmbiosolids/sewage sludge use or disposal practice 

6. Biosolids/SludgeP.eopener 

The Board maypromptly modify orrevoke and reissue mis permit ifany applicable standard mr biosolids and/or 
sewage sludge use or disposal promulgated under Section 405(d) ofme Clean Water Act is more strmgent than any 
requhements for biosolids/sludge use or disposalmthis permit, or controlsapollutant or practice 
this permit. 

7. Biosolids Use and Disposal 

The permittee shall conduct all biosolids use or disposal activitiesmaccordancewim me Biosolids Management Pla^ 
approved with the issuance ofthis permit. Any proposed changesinthe biosolids use or disposal practices or 
procedmesmllowed by me perminee shall be documented and submitted mrDEQ-Normer^ 
NRC)approval 90 days prior to the effective date ofthe changes. Upon approval, the revised Biosolids Management 
Plan shall be mcorporated by reference and becomes an enforceable part of the permit. The permit may be modified 
or alternatively revoked and reissued to mcorporate limitations or conditions necessitated by substantive change 
biosolids use or disposal practices. 
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